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	Policy and Procedure Manual

	Engineering Services – Pneumatic Tube System 
Spill Response                                                                              B-218



	
	

	SUBJECT/TITLE:
	Pneumatic Tube System Spill Response

	
	

	PURPOSE:
	To ensure safe working conditions for employees

	
	


The following attached procedure shall be followed when a biohazard spill has been detected in the Pneumatic Tube System.  This is to ensure that the Pneumatic Tube System is properly decontaminated prior to returning the system to active service.





Pneumatic Tube Spill Response






Pneumatic Tube Cleaning Procedure Level III
Source: UI Healthcare Engineering Services
Date effective: July1, 2001


Date Revised: February 2, 2006
Date Reviewed: April 7, 2016 

B218-Pneumatic Tube system spill
Page 1 of 1
Policy Name

Page 2 of 1

[image: image1.jpg]