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	Policy and Procedure Manual

	Engineering Services – Operating Room Air Handling Units 
 #18-22                                                                                               C313
                                         



	SUBJECT/TITLE:
	Operating Room Air Handling Units #18-22      

	
	

	PURPOSE:
	To maintain operation of Operating room  Air Handers.  


A. PROCEDURE:


1.
Notify staff in the Operating Room area at 353-6400 about the maintenance work 
to be done and the areas affected.


2.
Do the maintenance as per the instructions in the Maintenance Management 
System.


3.
Notify the staff in the Operating Room area at 353-6400 that the maintenance is 
completed on the Air Handling Units or the Exhaust fans.

Related and Supporting Documentation

•
Utilities Management Program, Engineering Services Policy C-001

•
Safety Reference Cards

•
On Call and Call Back Procedures, Engineering Services Policy A-115
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